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Maricopa County 
Planning & Development Department 
Department Directive 

PURPOSE: To clarify and explain requirements for electrical services 
 
REFERENCES:  
 
2009 International Residential Code, Section E3601.2  
2008 National Electrical Code, Articles 230 and 550 
Arizona Administrative Code R4-30-302 
Department Directive DD-2004-01 
 
POLICY/PROCEDURE: 

1. Only one electrical service is allowed per building or property unless otherwise 
approved by the Building Official. Section E3601.2 of the 2009 International 
Residential Code states “One- and two-family dwellings shall be supplied by only one 
service.”  Note:  APS and SRP will allow electrical service to any property and/or a 
second electrical service as a commercial service, if approved by the Building Official. 

2. No electrical service will be permitted on a property without an established principal 
permitted use. Department Directive DD-2004-01 (Electrical Service to Shared Wells) 
requires establishment of a principal permitted use in order to obtain electrical 
service for a shared well.  For purposes of electrical service, the keeping of horses or 
a corral or fence do not constitute establishment of a principal permitted use that 
warrants an electrical service. 

3. No permit will be approved for an electrical service sized greater than needed for the 
established principal permitted use unless otherwise approved by the Building 
Official. 

4. Electrical service equipment must be installed on permitted buildings and not 
permanently located on poles or power pedestals except as follows: 

a. Electrical service equipment, listed and labeled for use on mobile homes, 
modular housing or manufactured housing, which is factory installed, shall be 
located adjacent to the building per National Electrical Code Article 550. 

b. An electrical service pedestal, which is listed and labeled as suitable for use 
as service equipment for other than a mobile home, rated for the use, 
designed to be free standing, and which is permanently mounted on a 
concrete pad may be used for electrical service if approved by the Building 
Official. 

5. Applications for electrical service permits shall include application forms, site plans (if 
needed), and floor plans showing the location of the new electrical service and panel 
and including any electrical outlets, fixtures and equipment inside and outside the 
building. Applications that include more work that just the electrical service shall be 
processed as alteration permits. 

6. For electrical services 400 amperes and over, applications for permit shall include an 
Electrical One Line Diagram and Electrical Load Calculations as shown on the 
attached examples. For electrical services over 600 amperes, those plans shall be 
sealed by an Arizona Professional Registrant. The Arizona Administrative Code R4-30-
302 states “A registrant shall prepare and submit drawings and specifications for new 
electrical system or an addition or modification to an existing electrical system 
provided the service and associated electrical feeders exceeds 600 amperes 120/240 
volts, single phase or 225 amperes 120/208 volts, three phase and the fault current 
exceeds 10,000 amperes.”  






